
ITEM No. 8 
 

March 2, 2007 
 

ERRATA SHEET 
 

CHANGES TO ORDER NO. R8-2007-0006, NPDES No. CA0105295 
Waste Discharge and Producer /User Reclamation Requirements 

For  
The City of Rialto 

Municipal Wastewater Treatment Plant 
 
(Language deleted is strike through) 
(Language added is bold and shaded) 
 
1. Attachment C, replace Attachment C with the new flow diagram (Attachment C) 

as shown herein.  
 
2. Attachment E, page E-8, add “Monitoring Location M-001A and M-001B” to Table 

2.  Monitoring Station Locations”, as follows:  
 

Table 2.  Monitoring Station Locations 
Discharge 

Point 
Monitoring 
Location 

Monitoring Location 
Description Latitude and Longitude 

-- M-INF Influent diversion box. 34° 03' 18" N, 117° 21' 42" W 
001 M-001 Final effluent downstream of dechlorination 34° 03' 04" N, 117° 21' 11" W 
001 M-001A Immediately downstream of filters 34° 03' 16" N, 117° 21' 37" W 
001 M-001B Discharge weir of Chlorine Contact Tank 34° 03' 12" N, 117° 21' 36" W 
002 M-002 Emergency only. 34° 02' 36" N, 117° 21' 30" W 

003 REC-001 Chlorine residual sampling point downstream of chlorine 
contact basin to recycled water pump station. 34° 03' 12" N, 117° 21' 36" W 

-- R-001U 
Receiving surface water – Santa Ana River at suitable 
location within 500 feet upstream of the outfall of DP 
001 

34° 02' 42" N, 117° 21' 08" W 

-- R-001D Receiving surface water – Santa Ana River within 500 
feet downstream of the outfall of DP 001 34° 02' 32" N, 117° 21' 12" W 

 
 
3. Attachment E, page E-10, modify footnote 6, as follows:  

 
6 Turbidity analysis shall be continuous, performed by a continuous recording turbidimeter.  

Compliance with the daily average operating filter effluent turbidity shall be determined by 
averaging the levels of recorded turbidity taken at a minimum of four-hour intervals over a 
24-hour period. The results of the daily average turbidity determinations shall be reported 
monthly. Turbidity samples shall be collected at M-001A. 
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4. Attachment E, page E-10, Table 4, constituents column, add footnote 8 and 

reference after the Coliform Organism, as follows, then renumber subsequent 
footnotes accordingly. Table 4 partially shown: 

 
 

Table 4.  Tertiary Effluent Monitoring Requirements at M-001 & M-002 

Parameter Units Sample Type 
Minimum 
Sampling 

Frequency 

Required Test Method
And Reporting Level 

Flow mgd 
Recorder/ 
Totalizer 

Continuous See Section I.A.3. above, 
of this MRP 

Specific Conductance µmhos/cm Recorder Continuous “ 
pH pH units “ Continuous “ 
Total Residual Chlorine mg/L  “ Continuous “ 
Turbidity6 NTU Recorder Continuous “ 

CT7 mg/L-min Recorder Continuous See Section I.A.3., above, 
of this MRP 

Coliform Organisms8 MPN per 
100 ml9 Grab Daily See Section I.A.3., above 

of this MRP 
Total Organic Carbon (TOC) mg/L Composite Weekly “ 

Ammonia-Nitrogen mg/L Grab Twice-Weekly See Section I.A.3. above, 
of this MRP 

 
 
8 Coliform samples shall be collected at M-001B. 

 
5. Attachment E, page E-16, Table 6, constituents column, add footnote 16 and 

reference after Turbidity, as follows, then renumber subsequent footnotes 
accordingly. Table 6 partially shown:   
 

Table 6.  Reclamation Monitoring Requirements 

Parameter Units Sample Type 
Minimum Sampling 

& Testing 
Frequency 

Required Analytical 
Test Method 

Flow mgd Recorder/Totalizer Continuous --- 

pH Standard units Recorder/Totalizer Continuous -- 

CT15 mg/L-min Recorder Continuous See Section I.A.3., 
above, of this MRP 

Turbidity16  NTU Recorder Continuous “ 

Coliform Organisms MPN per 100 mL Grab Daily " 

 
 16 Turbidity samples shall be collected at M-001A.  
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ATTACHMENT C – FLOW SCHEMATIC 

 
 
 

Attachment C – Flow Schematic ( C-1 
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